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_aeBI€ YTEIA LABS

EPTAZTHPIO EAErXOY NOIOTHTAZ NEPQY & TPO®IMON

EKOEZH ANMOTEAEZMATQN/AEATIO XHMIKHZ ANAAYZHZ

Huepounvia ‘Exdoong : 15/12/2025
ApBuoc Iport.:

MMPOX : Ajpo Idopov
KOIN : Teyvin Yanpeoio
OEMA : Avaivon vepod and IThateia Piodpotog tov Afpo Idouov

1. Anoctoréag Aelypotog: Meréviog Mavayidmg

2. ApiOudg Eyypaepov Amocstoang: 1396-2025

3. Huepounvia Iaporapng Aetypatog: 08/12/2025

4. Koowodg Aetypatoc: 9419

5. [Teprypagn| Astyparoc: Méoipo vepd Tov ditkTHov K3pEVENS TOL ANPOV
6. Katdotaon Astypotog: Kavoviki

7. Xpoviko Atdomua EE€taong (amd-£wc) : 08/12/2025- 12/12/2025

Ta detyuazo vroffiROnKaY oTIC TOPOKATW AVOADCELS KOL TPOEKVDYWAY TO, ECHG ATOTEAEOUOTA:

MIKPOBIOAOI'IKOI
AIA HAPAMETPOI MONAAEE | AIIOTEAEZMATA ME©OAOI

1 Katapétpnon agpoflwy

" | lukpoopyaviopwy otoug 37°C cfu/ml estimated 3 ISO 6222:1999
) Katauétpnon agpoflwv

" | JKkpoopyaviopwy otoug 22°C cfu/ml presence and <3 ISO 6222:1999
3. | Total coliforms cfu/100ml ND/AA I1SO 9308-1:2014 Amd 1:2016
4. | E.coli cfu/100ml ND/AA ISO 9308-1:2014 Amd 1:2016
5. | Evtepokokkol cfu/100ml ND/AA I1SO 7899-2:2000

ND/AA, dev aviyvedTnKe OTOV OYKO IOV £SETACTNKE

Inpeiwon: Ot avalvoeig pe A dievepynbnkav oe oovepyalopevo epyaoctnplo

* Ovnapandave pgdodot avalvoewv 6ev nepthapfavovtar oto nedio dramiorevong EAOT EN ISO/IEC 17025:2017
AweoBovon gpyaotnpiov: I. NikoAdoo 30, Kopotnvr 69132, tnA&@ag: 25310 34777, n\/xo tay/peio: vioygeia@otenet.gr
Iapamproeig/ Zopnépaopa : ITéoo vepo, eheyxopevo cdoppava pe to oto PEK 3525/B'/25-05-2023.

AO06-EN02.1, ‘Ekdoon 3.0, Hpvia loyxuog 01.10.2024
-Ta avwrépw amoreAéouara apopo v atTokAEIOTIKG Ta ev Abyw O&iyuara, 6Tws eAngbnoav
-Amayopeusral N LEPIKA avarrapaywyn Tou mapovios AsAtiou AvaAuoswy xwpic tnv yparmr) adeia tou Epyaaornpiou.
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B ¢ YTEIA LABS
EPTAZTHPIO EAErXOY NOIOTHTAZ NEPQY & TPOOIMQN

EKOEZH ANMOTEAEZMATQN/AEATIO XHMIKHZ ANAAYZHZ

Avéivon vepol and [Mhateio Pilopatoc tov Anpo ldcpov
Ap1Budc Eyypaeov Amostorng: 1396-2025

Kwdwodc Aetyparog: 9419

Ta detyuoro vrofAnbnKay oTIc TOPOKATW AVOLDOEIS KOl TPOEKVWOV T0. NG AmOTEIETUATOL:

A/A OYXIKOXHMIKOI
IMAPAMETPOI MONAAEX AIIOTEAEXEMATA MEB®OAOI
1. Evepydg Otutnta pH 7,7 APHA 4500H*
2. | Aywywotnta @ 20 °C u.S/cm 400 APHA 25108
3. Ooun - AOIMO -
4. levon - KANONIKH -
5. @olotnta NTU/FNU 0 MpPocSLOPLONAG GWTOUETPIKA
6. Xpwpa - KANONIKO MpPocSLOPLONAG GWTOUETPIKA
7. | Appwvia NHg* mg/I <0,06 MPOCSL0PLONAG DWTOUETPIKA
8. | YmoA/ko xAwpLo mg/I 0,33

Inpeiwon: O avalvoseig pe A dievepyndnkav oe ovvepyalopevo epyaotiplo
* Ovnapanave pedodotr avalvoemv dev mepihappavovrar oto nedio dramiotevong EAOT EN ISO/IEC 17025:2017
AweoBovon epyaotpiov: I. NukoAdoo 30, Kopotnvy 69132, tnA&@ag: 25310 34777, n\/xo tay/peio: vioygeia@otenet.gr
Hapamnprjoeig/ Zopnépaopa : IToopo vepo, eheyxopevo cdoppava pe to oto PEK 3525/B'/25-05-2023.
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A06-EN02.1, 'Ekdoon 3.0, Hpvia loxUog 01.10.2024

-Ta avwrépw arroreAéouara apopo UV atokAEIOTIKG Ta v AOyw deiyuata, 0mws eAngbnoav

-Amayopeusral N LEPIKA avarrapaywyn Tou mapovios AsAtiou AvaAuoswy xwpic tnv yparmr) adeia tou Epyaaornpiou.

| B 20200 N

O Teyvikdg YrevOuvos &
ArevOovtic Epyactpiov

o

Melréviog Mavaytatg
Xnukég Mnyoavikég, MSc, PhD
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